UST Inspection Checklist

PART L. OWNER/OPERATOR INFORMATION

. Facility Name:’-r\(“ G; \g’”{ c;\ P ( CIN I B&A 6. Date of Visit: fé(j_(‘ﬂ}’ 7. Marketer: K__ Non-Marketer:

2. Owner: e ZTackle 8. Site Arrival/Departure (Time): 7.7 A6 / f 03 ‘:;’

| 3. Operator: o 9. Facility Address: 250 Hichw Y7 Soth
3. Contact Person: \b‘ew [A,mm KM €y, Lsle mn . l g e
6. UST Site Phone # 2320 -k Tk~ 274 lp 10: Team Members: e € Av\ e

‘ PART IL. UST SITE INFORMATION S sl ans ey

. Tank Type:
.Piping Type: S TBEL. ——

‘ Slassmoys, SULIEI,
. Size of Tank: i OEL "Hi. Lt \ 2% \ K h{‘z

. Tank Contents:

(3/3172008)

Tank #: D) > D (4 N N 7
L —

= D
\J

wnleadel  Dlsad QL ot
i 4

e wash oreost  Worsse

. Install Date: Lf/ 1/‘?2 -

CTTT Date:

CLTT Date:

LD (Tank):

: LD (Pipe):

. Closure Date:

Perm_ Temp Perm _ Temp Perm __ Temp__ Perm __ Temp_ Perm __ Temp__ Perm ___ Temp Pcrm__:liemp___
. Spill: Yes X No Yes JNo __ YesX No__ Yes™No__  YesNo__  Yes3¢No__  Yes_ No__
Aﬁ‘
. Overfill: Gesz._ No Qess(No . YesyNo  Yes A No s Yes__No__ Yes No__ Yes  No__
Type:
.CP(Tank):  Ves pANo Yes_éNo . Yesy~No__ YesXNo__  YesXNo__  YesXNo__ Yes_ No
Date: Petb 26 if - Mﬁc@
Type:
. CP (Piping):  Yes *No __ Yes*No Yes {No  YesxNo__ Yesp<No__  Yesa¢No_ Yes_ No__
Date: G 15 .10 i - A !—fa..c/Cu_nQ - Coetni bee ﬂ“n o ] o et Vv
Type: l
. Cp Monitoring: [For all cathodic protection systems (Galvanic Anodes and Impressed Current Systems)]
6 Mo./3 Yrs:  Yes No_ Yes No Yes Noe Yes Ne Yes No__~ Yes Mo Yes__ No [
Note: Monitoring conducted within six month o of installation and three YEars 15 after initial m monitoring, [280. 31(b)(l)]
Six Months:  ves No__ Yes No__ Yes___ No Yes Ne =~ Yes  Ne_  Yes__ No.  Yes _No
Mote: Monitoring conducted within six month of any repairs to UST system. {280 33(3)}
Records: Yes No Yes No Yes No Yes No Yes No Yes No Yes No

Note: Records on file of last two m monitoring - results . [280 31(d}{2}]

. CP Monitoring: [For Impressed Current Systems Only]
60 Day Insp.:  Yes No  Yes No_ Yes  Ne Yes No  Yes Mo___ Yes No Yes  No
Motz System is mspected ever 60 days, involvers readmg and recordmg systems voltag—f:—;nd amperage. [280 3i(ey] o o o o
Records: Yes No___ Yes No__ VYes No Yes _ No Yes Ne Yes No Yes No

Note: Records on file of last three voltage and a amperage readmgs [280. 33(d)(1 )
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UST Inspection Checklist
PART Il RECOMMENDATION(S) & NARRATIVE COMMENTS

1. Further action is recommend/necessary: Yes x No 5. Notice of Violation (NOV): Yes _ No __ Date:
Notes: Notes:
[If Yes, A Full Narrative Report is required along with this checklist]
2. Facility to provide info. on compliance: Yes ¥ No 6. Field Citation (FC): Yes No Date:
Notes: {Ruan e Tovmes X o Y owald Notes:
LA -c-:’ ‘ Q 5 0% [If Yes, A Full Narrative Report is required along with this checklist]
3. Follow-up inspection recommended: Yes 2 No 7. Administrative Order (AO): Yes No Date:

Notes: Q, e,rp‘_._m v Notes:

[If Yes, state reason{s) why.]

[if Yes, A Full Narrative Report js required along with this checklhist]

4. Information Request Letter (IRL): Yes __ No _ Date: 8. Refer to State: Yes No Date:

Notes: Notes:
[If Yes, A Full Narrative Report js required along with this checklist]

[If Yes, A Full Narrative Report may be required along with this checklist]

9. Financial Responsibility (FR): Yes 9 No Expiration Date: ?.e,ﬁ“*to‘u /

10. Inspector's Remarks:
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TRAILSIDE
December, 2012

Gilbarco Veeder-Root / Fuel Management Services
T300 W Priendly Ave PO Box 22087, Greensboro, NC 27420-2087
Fhone: 800.253.8054 * Pax: 800.947.4559

Tank Product Jan  Feb Mar Apr Mey Jun Jub  Aug Sep Oct  Nov  Dec

~TRAILSIDE - 750 HWY 47 80 - ISLE - MN

! 155901 BLUE P P P P P P P P P P P P
555902 SH.YER P P P P P P P P P P P P
555903 GOLD P P P P P P P P P P P P
555904 DSk P Inc P P P P P P P P P P
555905 KERO P P P P P P P P P P P P
555906 OFF RD DSL P P P P P P P P P P P P

Legend: P-Pass #F* . Fail Inc - Inconclusive WD - No Data Submited NA - Not Analyzed
Printed: Japuary 18, 2013 ( GILBARCO Page: 1
“.=' VEEDER-ROOT
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Management Document

Tank Produet

Yearly Summary

TRAILSIDE
September, 2013

Get  Nov Dec Jan Feb  Mar

MN5559

Apr  May Jun Jul Aug Sep

TRAILSIDE - 750 BWY 47 80O - ISLE - MN

555901 BLUE

P P P P P P P P P P P P
555902 SILVER P P 3 P P P P P P P P P
555903 GOLD P P P P P P P P P P P P
555904 DsL P P P P P P P P P P P P
555905 KERO P P P P P P P P P P P P
555906 OFF RD DSL P P P P P P P P P P P P

Legend: P-Pass ** - Fail Inc - Inconclusive NI} - No Data Submitted MA - Not Analyzed
Printed: Oetober 17, 2013 ( GILBARCO Page: 1
@ VEEDER-ROOT

Gilbarco Veeder-Root / Fuel Management Services
7300 W Friendly Ave PO Box 22087, Greensboro, NC 27420-2087
Phone: 800.253.8054 * Fax: 800.947.4559
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Cl:16 PM TRAILSIDE

Sep.12.2012 3206763431

PAGE. 3/ 3

Minnesota Petroleum Service

682 = 39th Ave North East

- Columbia Heights, MN 88421
Phone (763)-780-81%1 Fax (763)-760-5472
WWW. mnpetm Gom

Location

Mechamcal Electromc Leak Dtectlon Certlflcatlon |

=

Technician Signature: (

/

’7?,“,1)5 cm, EIE e Work Order #: | |
. ;ﬂi;” ”2127 ‘ggfﬁwz Testing Date: 8- 2% zo172|
BT R Al - - o T -
Surp # A | A | I | 1
Protiuct l §7 I DS 1L 9 I 29 |
Leak Detection Type | JFz Ferdo || VR LRI | Ry ]
Modglel # [ b 1L_Bavd L Xep L xep |
Opédning Time | / ! / i/ 1 { |
Opdrating Pressure | 29 3 S 1 L0 i 29 |
Check Valve Pressure [ 2/ 11 2] } )8 11 /8 |
Mefer Pressure [ 9 1 g 1 {0 I Y74 |
3.0/GPH Leak Detected | %<5 1258 ||__fass J[L_fss |
o Noted
Technician | BP1an K ALBLE

Date: g~ Z?'Zd’/&
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